
USER GUIDE

Enclosure 
coolING
unıts



2www.uludagklima.com

INDEX

ENCLOSURE
COOLING SYSTEMS

Product Details
Installation

Thermostat Settings
Maintenance

German

03
04
06
08
13

Scan the Barcode to Watch 
All Technical Details About 

Enclosure Coolers

YouTube



3www.uludagklima.com

Pano Klima Sistemleri
Enclosure Cooling Units

Summer months approaches, temperature 
rises in Enclosures with this increase, un-
scheduled downtime is inevitable. Against 
to this danger, precaution is our Enclosure 
Cooling Units.

Enclosure
Cooling
SYSTEM

Enclosure Cooling Units

	 Wall Mounted

	 Roof Mounted

	 Outdoor Types

Telecom Coolers

Industrial Coolers

TouchScreen Coolers

Elevator Cooling Units

PRODUCT DETAILS
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Pano Klima Sistemleri
Enclosure Cooling Units

Paste the mounting template that was sent in the package to the
surface where the air conditioner will be installed.

Cut the window that shown in the template with a hand tool like 
jigsaw. and drill holes that shown on template.

5.1 Template 5.2 Cutting

Installation
Wall Mounted

Template

Template
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Pano Klima Sistemleri
Enclosure Cooling Units

Place the Air Conditioner on the surface that has holes and Fix the air conditioner to the 
panel surface from the drilled holes by the M8 screws and tighten the screws.

Energize the cable shown in the illustration. The device will start working with set to 34 °C. To change 
the set value and other parameters, refer to the Digital Handling sections on the following pages. 

5.3 Fixing

5.4 Energy

1. Insert a thin-head screwdriver into the clamp hole.
2. Gently lift the handle side of the screwdriver.
3. Insert the cable with the lead 5-6 mm in the lower terminal
and pull out the screwdriver.

220 V. MONOFAZE UNITS 380 V. TRIFAZE UNITS

Installation
Wall Mounted

1. Insert a thin-head screwdriver into the clamp hole.
2. Gently lift the handle side of the screwdriver.
3. Insert the cable with the lead 5-6 mm in the lower terminal and pull out 
the screwdriver.
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MENU - 1 MENU - 2

Failure Messages

If pressed for 5 sec., 
Temperature Setting Menu 
appears.

If the R and SET buttons are 
pressed for 5 seconds, the 
MENU-2 appears.

When pressed while in any 
menu, it returns to the main 
operation screen. If it is pressed 
for 5 sec., it turns ON/OFF.

On Door Switch, Stop Evap Fan (ON)
Door Switch Relay, Open/Close NO/NC (OFF)

Hysteresis for Set Value (4 °C)
Show EVAP Value on Main Screen (OFF)

Show Condenser Value on Main Screen (OFF)
Sensors 2 and 3 are ON

Create High Temperature Alarm (OFF)
High Temperature Alarm Point (SET+20 °C)

Modbus Communication Rate (9600)
Modbus ID Select (1)

Automatic Reset on Failure (ON)
Setpoint in Freecool and Heater Mode

Compressor Activates Manually
Ethernet Mode (Online / Offline)

WATER SENSOR ERROR: Sensor Break / No Contact
FREECOOLING SENSOR ERROR: Sensor Break / No Contact
CONDANSER SENSOR ERROR: Sensor Break / No Contact
EVAP SENSOR ERROR: Sensor Break / No Contact
CABINET SENSOR ERROR: Sensor Break / No Contact
DOOR OPEN ERROR: Door Switch (NO)

COMPRESSOR FAILURE : Cooling Error, Gas Leakage or Compressor Failure
HTC Failure : High Condenser Surface Temperature ( >72 °C)
HTP Failure : High Temperature (Set + High Temp.Point) °C
LTE Failure : Low Evaporator Surface Temperature ( <3 °C )
WATER Failure: It occurswater contact + 1 minute

CABIN
TEMP

DOOR EVP STATUS
DOOR SWIT STAT
HYSTERS
SHOW EVAP SENS
SHOW KOND SENS
SENSOR CONTROL
HIGH TEMP SET
HIGH TEMP POINT
MODBUS BAND
MODBUS ID
AUTORESET STATUS
FC SET VALUE
SERVICE MODE 
ETHERNET MODE

-> ->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

25.3

Green Led: Error
Blue: Ethernet Connected

Yellow: Main Board Connected

If pressed for 5 sec., 
the MENU-1 appears.

Indicates Alarm Active / 
Disabled Status.

Set Lower Lock Changes 
State. (Lock: 26 °C)

Changes The Key Sound.
On / Off

The serial number of the unit 
Appears, as well as the MAC code.

The temperature unit appears.

Returns to Default Settings

Restarts the System.

Exit the Menu and Return to 
the Main Screen.

SET ALARM
ALARM ON

LIMIT TEMP
LIMIT ON

BUZZER TONE
TONE ON

SERIAL NO
EA15XXXXXX

TEMP SYMBOL
Celcius

SET DEFAULT
PRESS OK KEY

RESTART SYS
PRESS OK 

EXIT
PRESS OK 

Changes Operating Mode.
CabinetCooler / FreeCool / Heater

When Ethernet Mode is OFFLINE;
Ethernet socket can be used for Modbus TCP communication

Changing the Menu Language
Turkish/English/Deutsch

Exit the Menu and Return to the Main 
Screen.

CHANGE MODE
TEMP.MON.

SET LANGUAGE
ENGLISH

EXIT
PRESS OK 

TEMP flashes when
the compressor is active. 

Important Note: Use the SET key to change the value while in the parameter.
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Pano Klima Sistemleri
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->

Door Switch

Screen Socket

Ethernet

Water Level Check

Exterior Sensor

Condanser sensor

Evaporator Sensor

Internal Sensor

RS-485
A
B

230 V. Energy

Compressor

L

N

L

N

Evap.Fan
L

N

FreeCool Fan
L

N

Alarm
(Dry Contact)

1. Insert a thin-head screwdriver into the clamp hole.
2. Gently lift the handle side of the screwdriver.
3. Insert the cable with the lead 5-6 mm in the lower terminal
and pull out the screwdriver.

TERMINAL FOR 230 V. MONO PHASE UNITS
CONNECTION DIAGRAM

1. Insert a thin-head screwdriver into the clamp hole.
2. Gently lift the handle side of the screwdriver.
3. Insert the cable with the lead 5-6 mm in the lower terminal and pull out 
the screwdriver.

TERMINAL FOR 400 V. THREE PHASE UNITS
CONNECTION DIAGRAM

COM

NO

NC
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Pano Klima Sistemleri
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MAINTENANCE

1. Be sure to turn off the energy of one-device after, open the 
front door.
2. Condenser was attached as oil, dirt or dust. Clean it with 
compressed air (dirty condenser, heat transfer is insufficient, 
the device short cause it to fail time and high energy con-
sumption happens. If the cleaner is cleaning solvent you can 
use. The liquid will flow down
take necessary measures to prevent the device is running on)
3. Clean the dirt on fan blades. (Causes to fan balance and to 
fail in a short time)
4. Check the drain hose. Breaking, obstruction v.s If you have 
your expenses. (Otherwise the clipboard into the condensation 
may lead to the possibility of water splash)
5. Check the electrical connection cable. (Abrasion,friction, 
dislocation of the device to fail short circuit may lead to the 
formation)
6. Check the thermostat settings for the device. In the heat 
value of the firm suggests that you pay attention to. (34 
° C - 38 ° C) (panel below to cool the inside of your needs, 
unnecessary energy may lead to rapid wear and consumption 
of the device.
7. After making sure the lid of the device are closed to give the 
energy. Door open device is not working efficiently and leads 
to accidents.

If there is “HTC / Er2 / Ch2” message, 
Condenser Maintenance must be done. 

Condenser CARE  

Openable Door
Açılabilir Kapak

Door Lock
Kapak Kilidi

Digital Display
Dijital Gösterge

Condanser Unit
Kondanser

Condanser Fan
Kondanser Fanı

Compressor
Kompresör

Drain Hose
Drenaj Hortumu

Drainage Nipple
Drenaj Nipeli



MAINTENANCE
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Pano Klima Sistemleri
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1. After making sure the device closed the energy, the vertical air 
conditioning units located above or behind the removed bolts and 
disconnect the fan iron.

2. The evaporator fan motor is stuck at the bottom of the oil, dirt, 
dust, etc. cleaned with compressed air

3. The dirt on fan blades clean. In a short time to balance the 
fan and cause it to fail. 4, Evaporator pollution situation, the 
worse you think you can use a chemical cleaner. (Pour water to 
evaporator pan and, followed by water to make sure not clogged 
drain lines

5. Check the electrical connection cable 

6. Top / back to replace your metal. By making the final control 
device to give the energy

7. Check the thermostat settings for the device. In the heat value 
of the firm suggests that you pay attention to. (34 ° C - 38 )

8. After making sure the lid closed, the device, please provide the 
energy.

If there is “LTE / Er3 / Ch3” message, 
Evaporator Maintenance must be done. 

Evaporator CARE  
Fan Vent
Fan Menfezi

Evaporator unit
Evaporatör ünite

Cold Air Blow
Soğuk Hava Üfleme

Evaporator Fan
Evaporatör Fanı

Control Card
Kontrol Kartı

Screw Slot
Vida Yuvası

Screw and Nut
Vida ve Somun
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Schaltschrank-Kühlsysteme
Enclosure Cooling Units

Installation
Top Mounted

Paste the mounting template that was sent in the package to the
surface where the air conditioner will be installed.

Cut the window that shown in the template with a hand tool like 
jigsaw. and drill holes that shown on template.

5.1 Template

5.2 Cutting

Place the Air Conditioner on the surface that has holes and 
Fix the air conditioner to the panel surface from the drilled 
holes by the M8 screws and tighten the screws.

5.3 Fixing

Energize the cable shown in the illustration. The device will start 
working with set to 34 °C. To change the set value and other param-
eters, refer to the Digital Handling sections on the following pages. 

5.4 Energy

1. Insert a thin-head screwdriver into the clamp hole.
2. Gently lift the handle side of the screwdriver.
3. Insert the cable with the lead 5-6 mm in the lower terminal
and pull out the screwdriver.

220 V. MONOFAZE UNITS

380 V. TRIFAZE UNITS

1. Insert a thin-head screwdriver into the clamp hole.
2. Gently lift the handle side of the screwdriver.
3. Insert the cable with the lead 5-6 mm in the lower terminal and pull out 
the screwdriver.
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Schaltschrank-Kühlsysteme
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Maintenance
Top Mounted

1. Be sure to turn off the energy of one-device after, open the 
front door.
2. Condenser was attached as oil, dirt or dust. Clean it with 
compressed air (dirty condenser, heat transfer is insufficient, 
the device short cause it to fail time and high energy con-
sumption happens. If the cleaner is cleaning solvent you can 
use. The liquid will flow down
take necessary measures to prevent the device is running on)
3. Clean the dirt on fan blades. (Causes to fan balance and to 
fail in a short time)
4. Check the drain hose. Breaking, obstruction v.s If you have 
your expenses. (Otherwise the clipboard into the condensation 
may lead to the possibility of water splash)
5. Check the electrical connection cable. (Abrasion,friction, 
dislocation of the device to fail short circuit may lead to the 
formation)
6. Check the thermostat settings for the device. In the heat 
value of the firm suggests that you pay attention to. (34 
° C - 38 ° C) (panel below to cool the inside of your needs, 
unnecessary energy may lead to rapid wear and consumption 
of the device.
7. After making sure the lid of the device are closed to give the 
energy. Door open device is not working efficiently and leads 
to accidents.

If there is “HTC / Er2 / Ch2” message, 
Condenser Maintenance must be done. 

Condenser CARE  

1. After making sure the device closed the energy, the vertical air 
conditioning units located above or behind the removed bolts and 
disconnect the fan iron.

2. The evaporator fan motor is stuck at the bottom of the oil, dirt, 
dust, etc. cleaned with compressed air

3. The dirt on fan blades clean. In a short time to balance the 
fan and cause it to fail. 4, Evaporator pollution situation, the 
worse you think you can use a chemical cleaner. (Pour water to 
evaporator pan and, followed by water to make sure not clogged 
drain lines

5. Check the electrical connection cable 

6. Top / back to replace your metal. By making the final control 
device to give the energy

7. Check the thermostat settings for the device. In the heat value 
of the firm suggests that you pay attention to. (34 ° C - 38 )

8. After making sure the lid closed, the device, please provide the 
energy.

If there is “LTE / Er3 / Ch3” message, 
Evaporator Maintenance must be done. 

Evaporator CARE  
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SCHALTSCHRANK- 
KÜHLSYSTEME

ENCLOSURE
COOLING SYSTEMS

Bedienungsanleitung

User
MANUAL
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1.1. Angelegenheiten, die während der Bedienung beachtet werden muss: 
Die Voraussetzung für eine sichere und störungsfreie Bedienung ist das 
bewusst sein bzgl. der allgemeinen Sicherheitsanweisungen. Diese Bedi-
enungsanleitung enthält wichtige Angaben für einen sicheren Umgang mit 
dem Produkt.
Die erläuterten Warnhinweise in dieser Bedienungsanleitung sind be-
sonders wichtig für die Bedienelemente und der verwendeten Geräte. Muss 
unbedingt berücksichtigt werden.
Außerdem sind auch die für den Anwendungsbereich erforderlichen Bedi-
enungs- und Unfallverhütungsanweisungen zu beachten.
1.2 Die Verantwortung des Unternehmers
Der Unternehmer darf nur die unten beschriebenen Personen dafür zu-
lassen an den Geräten zu arbeiten, die an die Schaltschrank- Kühlgeräte 
angeschlossen sind.
* Personen, die über Arbeitsschutz und Unfallvorschriften bewusst sind,
* Personen, die die Sicherheitsanweisungen in dieser Anleitung gelesen 
haben.
WARNUNG: Überprüfen Sie regelmäßig das Personal, ob mit Bewusstsein 
gearbeitet wird.
1.3. Die Verantwortungen des Personals
Die Personen die an den Geräten arbeiten, an denen diese Schaltschrank-
Kühlgeräte angeschlossen sind, sind vor der Bedienung verpflichtet:
* auf Anweisungen bzgl. der Arbeitssicherheit und Unfallverhütung zu acht-
en,
* die Sicherheitshinweise und Warnhinweise in der Bedienungsanleitung 
zu lesen.
1.4. Sonstige Warnhinweise bzgl. der Sicherheitsmaßnahmen
Die Bedienungsanleitung muss stets in der Nähe des Geräts befinden. 
Außerdem müssen im Bereich des Geräts auch Warnschilder für sonstige 
Unfälle und Gefahren angebracht sein. 1.5. Wichtiger Warnhinweis!
Sicherheitsvorschriften TS 7936 EN 60335-2-40 während der Montage und 
Bedienung

* Bitte achten Sie darauf, dass die Schaltschrank-Türen während des Be-
triebs geschlossen sind. Schalten Sie das Klimagerät aus, bevor Sie die 
Schaltschrank-Türen öffnen. * Da es zu Korrosion verursachen kann, kann 
die Bedienung in explosionsgefährdeten Umgebungen (mit Staub, Dampf 
oder Gas) gefährlich sein. Die Ausführungsbereiche müssen hierzu kontrol-
liert werden.
* Der Betrieb, Wartung und Reparatur darf erst dann vorgenommen werden, 
nachdem das Klimagerät vom angeschlossenen Schaltschrank getrennt 
worden ist.
* Auf keinen Fall dürfen die Lüfter des Geräts während des Betriebs berührt 
werden.
* Berühren des Lüfters mit der Hand während des Betriebs kann zu Finger u. 
Handbrüchen und zu ernstahaften Verletzungen verursachen.
1.6. Zweckgemäße Verwendung
Die Schaltschrank-Kühlgeräte dürfen nur entsprechend der erläuterten 
Bedingungen in der Bedienungsanleitung installiert werden und entsprech-
end der Sicherheitsvorschriften verwendet werden.
Der Zweck der Verwendung von Schaltschrank- Kühlgeräten ist, die Elektro- 
und Steuertafel des Geräts im bestimmten Temperaturbereich zu halten.
Bei nicht zweckgemäßer Verwendung oder Montage, die nicht entsprechend 
der Anweisungen vorgenommen sind, wird ULUDAG KLİMA ISITMA SOGUTMA 
LİMİTED SIRKETI nicht verantwortlich gemacht.
Eine zweckgemäße Bedienung kann erst nach Einhaltung der Warnhinweise 
und Ausführung der Wartungen möglich sein.
Achtung!
Die Schaltschrank-Kühlgeräte sollten entsprechend der Kapazität des jew-
eiligen Schaltschranks ausgewählt werden, wobei danach keine weitere 
Änderungen mehr vorgenommen werden darf. Bei möglichen Änderungen 
löscht sich die Garantie von Uludag klima Ltd.Sti.

SICHERHEIT
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Schaltschrank-Kühlsysteme
Enclosure Cooling Units



2. GARANTIEBEDINGUNGEN UND HAFTUNG

* Es gelten die allgemeinen Verkaufs- und Lieferbedingungen der Uludag 
Klima Isıtma Soğutma Sanayi Ticaret Limited Sirketi.

* Infolge von einen oder mehreren der folgenden Ursachen erlöscht sich die 
Garantie und Haftung bei Personen- oder Sachschäden.

* Falls die Schaltschrank-Kühlgeräte nicht entsprechend der Anweisung 
installiert werden,

* falls die Wartungen und Reparaturen der Schaltschrank- Kühlgeräte nicht 
entsprechend der Anweisung vorgenommen wird,

* falls die Hinweise bzgl. Transport, Lagerung und Inbetriebnahme, Bedi-
enung- und Wartungsanweisungen nicht berücksichtigt werden,

* falls mögliche Änderungen am Schaltschrank-Kühlgerät vorgenommen 
werden, die nicht vom Hersteller zugelassen sind,

* Wartungen und Reparaturen, die nicht der Anweisung entsprechend sind,

* Störungen und negative Einflüsse, die durch unbefugtes Personal verur-
sacht worden sind.

3. TRANSPORT UND LAGERUNG
* Die Schaltschrank-Kühlgeräte müssen in Karton oder Holzkisten transportiert 
werden.
* In jeder Kiste sollte nur 1 Stück Schaltschrank-Kühlgerät verpackt sein Die 
Warnhinweise auf den Kartons (wie: Oberseite, leicht zerbrechliches Produkt, 
vor Nässe schützen usw.) muss beachtet und eingehalten werden.
3.1. Bei der Warenannahme muss die Kontrolle des Schaltschrank-Kühlgeräts 
bzgl.
* Vollständigkeit der dazugehörigen Pakete nach der Liste und nach möglichen 
Beschädigungen vorgenommen werden.
3.2. Die Benachrichtigung und Dokumentation von Transportfehlern
* Stellen Sie sicher, dass während des Transports keine Beschädigungen
aufgetreten sind.
* Falls ein Fehler festgestellt wird, ist diese mit Zeichnung, Foto und
schriftlichen Erklärungen vorzulegen. Diese Unterlagen sind sofort an
Uludag Klima Isıtma Soğutma Sanayi Ticaret Limited Sirketi zu
übermitteln.
3.3. Verpackung
* Die Verpackungen sind umweltfreundlich und sind wiederverwendbar.
Spezielle Transportbedingungen u. Versicherungen werden vom Kunden
übernommen.
3.4. Die Ladung ins Fahrzeug
* Es sollte sicher gestellt werden, dass auf die Warnhinweise geachtet wird und 
die Schaltschrank-Kühlgeräte nicht beschädigt werden. Es sollte bei der
Platzierung darauf geachtet werden, dass während des Transports die erforder-
lichen Maßnahmen gegen Feuchtigkeit, Nässe, Stoß und umkippen getroffen 
sind.
3.5. Aufbewahrung - Lagerung
Wenn der Lagerbereich nicht die erforderlichen Bedingungen erfüllt (Umgebung 
mit Feuchtigkeit, Hitze und Einfluss von Beschädigungen), sollte die Umgebung 
dementsprechend angepasst oder ein geeigneten Platz für die Lagerung auf-
gesucht werden.

16www.uludagklima.com

GARANTIEBEDINGUNGEN TRANSPORT / LAGERUNG

Schaltschrank-Kühlsysteme
Enclosure Cooling Units



Schaltschrank-Kühlsysteme
Enclosure Cooling Units

17www.uludagklima.com

In warmen Sommermonaten steigen auch 
die Schalttafel-Temperaturen. Aufgrund 
dieser Temperatursteigerungen sind auch 
Unterbrechungen in der Fertigung unver-
meidlich. Diese erwarteten Tage können mit 
SCHALTSCHRANK-KÜHLERN überwindet 
werden.

Schaltschrank- 
Kühlsysteme

SCHALTSCHRANK-KÜHLSYSTEME

	 Vertikal-Typ Indoor

	 Decken-Typ Indoor

	 OutdoorKühlersysteme

TELEKOM-KLIMAANLAGEN

SPEZIELLE INDUSTRIE-KÜHLER

KIOSK-KÜHLER

AUFZUG-KÜHLER

PRODUKTBEZEICHNUNG

Schaltschrank-Kühlsysteme
Enclosure Cooling Units
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Kleben Sie die Montage-Schablone an die geeignete Stelle auf dem 
Schaltschrank auf.

Leeren Sie die auf der Schablone dargestellten Ausschnitte mit 
Decoupage oder ähnlichen Gerät und bohren Sie die bestimmten 
Löcher mit einem Bohrer, um den Kühler im Schaltschrank zu be-
festigen.

5.1 Schablone 5.2 Ausschnitte

MONTAGE
Vertikal-Typ

Schaltschrank-Kühlsysteme
Enclosure Cooling Units
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Installieren Sie den Kühler an den Schaltschrank mit den beigelieferten Schrauben und Mut-
tern nach dargestellter Abbildung.

Versorgen Sie das Gerät mit Energie anhand der 
Stromversorgungsleitung.

5.3 Festschrauben

5.4 Stromversorgung

Vertikal-Typ

1. Führen Sie einen dünnen Schraubendreher in das Klemmloch ein.
2. Heben Sie den Schraubendreher-Griff leicht nach oben.
3. Platzieren Sie die 5-6 mm. offene Kabelleitung an die untere 
Klemme und ziehen Sie den Schraubendreher heraus.

VERBINDUNGSPLAN FÜR 220 V. MONO-
PHASE-GERӒTE

VERBINDUNGSPLAN FÜR 380 V. TRIPHASE-
GERӒTE

Schaltschrank-Kühlsysteme
Enclosure Cooling Units

MONTAGE

1. Führen Sie einen dünnen Schraubendreher in das Klemmloch ein.
2. Heben Sie den Schraubendreher-Griff leicht nach oben.
3. Platzieren Sie die 5-6 mm. offene Kabelleitung an die untere 
Klemme und ziehen Sie den Schraubendreher heraus.
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Kleben Sie die Montage-Schablone an die geeignete Stelle auf dem Schaltschrank auf.

Leeren Sie die auf der Schablone dargestellten Ausschnitte mit Decoupage oder 
ähnlichen Gerät und bohren Sie die bestimmten Löcher mit einem Bohrer, um den 
Kühler im Schaltschrank zu befestigen.

1 Schablone

2 Ausschnitte

MONTAGE
Decken-Typ

Schaltschrank-Kühlsysteme
Enclosure Cooling Units

Installieren Sie den Kühler an den Schaltschrank mit den beigelieferten Schrauben und Mut-
tern nach dargestellter Abbildung.

3 Festschrauben

Versorgen Sie das Gerät mit Energie anhand der Stromversorgungsleitung.

4 Stromversorgung

1. Führen Sie einen dünnen Schraubendreher in das Klemmloch ein.
2. Heben Sie den Schraubendreher-Griff leicht nach oben.
3. Platzieren Sie die 5-6 mm. offene Kabelleitung an die untere Klemme 
und ziehen Sie den Schraubendreher heraus.

VERBINDUNGSPLAN FÜR 220 V. MONOPHASE-GERӒTE

1. Führen Sie einen dünnen Schraubendreher in das Klemmloch ein.
2. Heben Sie den Schraubendreher-Griff leicht nach oben.
3. Platzieren Sie die 5-6 mm. offene Kabelleitung an die untere Klemme und 
ziehen Sie den Schraubendreher heraus.

VERBINDUNGSPLAN FÜR 380 V. TRIPHASE-GERӒTE
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Enclosure Cooling Units

21www.uludagklima.com

Schaltschrank-Kühlsysteme
Enclosure Cooling Units

WARTUNGSARBEİTEN
Decken-Typ

1- Schalten Sie das Gerät aus und öffnen Sie Vordertür
2- Säubern Sie den Öl, Schmutz, Staub und ähnliche Stoffe auf 
dem Kondensator mit Druckluft (beschmutzter Kondensator kann 
zu mangelhafte Wärmeübertragung, Gerätestörungen und hohen 
Energieverbrauch verursachen. Falls die Reinigung nicht möglich 
ist, verwenden Sie fettlösende Reinigungsmittel).
3- Säubern Sie den Schmutz auf den Lüfterflügeln.
4- Überprüfen Sie den Entwässerungsschlauch. Falls defekt oder 
Verstopfungen vorhanden, beseitigen Sie es (da ansonsten das 
Kondenswasser aufspritzen kann).
5- Überprüfen Sie die Anschlusskabel (da mögliche
Abnutzung und Reibung f. Geräteausfall und Kurzschluss verursa-
chen kann).
6- Überprüfen Sie die Thermostat-Einstellungen. Achten Sie 
darauf, dass die angegebenen Werten der Hersteller eingehalten 
werden (34 °C - 38 ° C) (unnötige Kühlung des Schaltschranks 
verursacht überflüssigen
Energieverbrauch und frühzeitige Geräte-Abnutzung).
7- Stellen Sie vor der Energieversorgung sicher, dass die Tür des 
Geräts geschlossen ist (offene Tür kann
Fehlfunktionen und Arbeitsunfälle verursachen).
Hinweis: Wenn ihr Gerät die Fehler “Er2” oder “Ch2”
meldet, nehmen Sie die Kondensator-Wartung vor.

Kondensator WARTUNG 
1- Lösen Sie die 8 Schrauben um den Lüfter im 
Gerät und nehmen Sie den Entlüfter heraus.
2- Säubern Sie den Öl, Schmutz, Staub und ähnliche 
auf dem Kondensator mit Druckluft. Gießen Sie 
Wasser in den Verdampfer u. überprüfen Sie somit 
die Abflussleitung.
3- Säubern Sie den Schmutz auf den Lüfterflügeln. 
4- Überprüfen Sie die elektrische
Anschlussleitungen.
5- Befestigen Sie den getrennten Entlüfter und 
schalten Sie das Gerät ein.
6- Überprüfen Sie die Thermostat-Einstellungen. 
Achten Sie darauf, dass die angegebenen Werten 
der Hersteller eingehalten werden (34 °C - 38 °C) 
Hinweis: Wenn ihr Gerät die Fehler “Er3” oder “Ch3” 
meldet, nehmen Sie die VERDAMPFER- Wartung vor.

Evaporator WARTUNG
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MENU - 1 MENU - 2

Failure Messages

If pressed for 5 sec., 
Temperature Setting Menu 
appears.

If the R and SET buttons are 
pressed for 5 seconds, the 
MENU-2 appears.

When pressed while in any 
menu, it returns to the main 
operation screen. If it is pressed 
for 5 sec., it turns ON/OFF.

On Door Switch, Stop Evap Fan (ON)
Door Switch Relay, Open/Close NO/NC (OFF)

Hysteresis for Set Value (4 °C)
Show EVAP Value on Main Screen (OFF)

Show Condenser Value on Main Screen (OFF)
Sensors 2 and 3 are ON

Create High Temperature Alarm (OFF)
High Temperature Alarm Point (SET+20 °C)

Modbus Communication Rate (9600)
Modbus ID Select (1)

Automatic Reset on Failure (ON)
Setpoint in Freecool and Heater Mode

Compressor Activates Manually
Ethernet Mode (Online / Offline)

WATER SENSOR ERROR: Sensor Break / No Contact
FREECOOLING SENSOR ERROR: Sensor Break / No Contact
CONDANSER SENSOR ERROR: Sensor Break / No Contact
EVAP SENSOR ERROR: Sensor Break / No Contact
CABINET SENSOR ERROR: Sensor Break / No Contact
DOOR OPEN ERROR: Door Switch (NO)

COMPRESSOR FAILURE : Cooling Error, Gas Leakage or Compressor Failure
HTC Failure : High Condenser Surface Temperature ( >72 °C)
HTP Failure : High Temperature (Set + High Temp.Point) °C
LTE Failure : Low Evaporator Surface Temperature ( <3 °C )
WATER Failure: It occurswater contact + 1 minute

CABIN
TEMP

DOOR EVP STATUS
DOOR SWIT STAT
HYSTERS
SHOW EVAP SENS
SHOW KOND SENS
SENSOR CONTROL
HIGH TEMP SET
HIGH TEMP POINT
MODBUS BAND
MODBUS ID
AUTORESET STATUS
FC SET VALUE
SERVICE MODE 
ETHERNET MODE

-> ->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

->

25.3

Green Led: Error
Blue: Ethernet Connected

Yellow: Main Board Connected

If pressed for 5 sec., 
the MENU-1 appears.

Indicates Alarm Active / 
Disabled Status.

Set Lower Lock Changes 
State. (Lock: 26 °C)

Changes The Key Sound.
On / Off

The serial number of the unit 
Appears, as well as the MAC code.

The temperature unit appears.

Returns to Default Settings

Restarts the System.

Exit the Menu and Return to 
the Main Screen.

SET ALARM
ALARM ON

LIMIT TEMP
LIMIT ON

BUZZER TONE
TONE ON

SERIAL NO
EA15XXXXXX

TEMP SYMBOL
Celcius

SET DEFAULT
PRESS OK KEY

RESTART SYS
PRESS OK 

EXIT
PRESS OK 

Changes Operating Mode.
CabinetCooler / FreeCool / Heater

When Ethernet Mode is OFFLINE;
Ethernet socket can be used for Modbus TCP communication

Changing the Menu Language
Turkish/English/Deutsch

Exit the Menu and Return to the Main 
Screen.

CHANGE MODE
TEMP.MON.

SET LANGUAGE
ENGLISH

EXIT
PRESS OK 

TEMP flashes when
the compressor is active. 

Important Note: Use the SET key to change the value while in the parameter.
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->

Door Switch

Screen Socket

Ethernet

Water Level Check

Exterior Sensor

Condanser sensor

Evaporator Sensor

Internal Sensor

RS-485
A
B

230 V. Energy

Compressor

L

N

L

N

Evap.Fan
L

N

FreeCool Fan
L

N

Alarm
(Dry Contact)

1. Insert a thin-head screwdriver into the clamp hole.
2. Gently lift the handle side of the screwdriver.
3. Insert the cable with the lead 5-6 mm in the lower terminal
and pull out the screwdriver.

TERMINAL FOR 230 V. MONO PHASE UNITS
CONNECTION DIAGRAM

1. Insert a thin-head screwdriver into the clamp hole.
2. Gently lift the handle side of the screwdriver.
3. Insert the cable with the lead 5-6 mm in the lower terminal and pull out 
the screwdriver.

TERMINAL FOR 400 V. THREE PHASE UNITS
CONNECTION DIAGRAM

COM

NO

NC



24www.uludagklima.com

Wartungsarbeiten

1- Schalten Sie das Gerät aus und öffnen Sie Vordertür
2- Säubern Sie den Öl, Schmutz, Staub und ähnliche 
Stoffe auf dem Kondensator mit Druckluft (beschmutzter 
Kondensator kann zu mangelhafte Wärmeübertragung, 
Gerätestörungen und hohen Energieverbrauch verursa-
chen. Falls die Reinigung nicht möglich ist, verwenden 
Sie fettlösende Reinigungsmittel).
3- Säubern Sie den Schmutz auf den Lüfterflügeln.
4- Überprüfen Sie den Entwässerungsschlauch. Falls 
defekt oder Verstopfungen vorhanden, beseitigen Sie es 
(da ansonsten das Kondenswasser aufspritzen kann).
5- Überprüfen Sie die Anschlusskabel (da mögliche
Abnutzung und Reibung f. Geräteausfall und 
Kurzschluss verursachen kann).
6- Überprüfen Sie die Thermostat-Einstellungen. Achten 
Sie darauf, dass die angegebenen Werten der Hersteller 
eingehalten werden (34 °C - 38 ° C) (unnötige Kühlung 
des Schaltschranks verursacht überflüssigen
Energieverbrauch und frühzeitige Geräte-Abnutzung).
7- Stellen Sie vor der Energieversorgung sicher, dass die 
Tür des Geräts geschlossen ist (offene Tür kann
Fehlfunktionen und Arbeitsunfälle verursachen).
Hinweis: Wenn ihr Gerät die Fehler “Er2” oder “Ch2”
meldet, nehmen Sie die Kondensator-Wartung vor.

Kondensator WARTUNG 

Schaltschrank-Kühlsysteme
Enclosure Cooling Units

Openable Door
Açılabilir Kapak

Door Lock
Kapak Kilidi

Digital Display
Dijital Gösterge

Condanser Unit
Kondanser

Condanser Fan
Kondanser Fanı

Compressor
Kompresör

Drain Hose
Drenaj Hortumu

Drainage Nipple
Drenaj Nipeli



Schaltschrank-Kühlsysteme
Enclosure Cooling Units

Wartungsarbeiten
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1- Lösen Sie die 8 Schrauben um den Lüfter im 
Gerät und nehmen Sie den Entlüfter heraus.
2- Säubern Sie den Öl, Schmutz, Staub und ähnliche 
auf dem Kondensator mit Druckluft. Gießen Sie 
Wasser in den Verdampfer u. überprüfen Sie somit 
die Abflussleitung.
3- Säubern Sie den Schmutz auf den Lüfterflügeln. 
4- Überprüfen Sie die elektrische
Anschlussleitungen.
5- Befestigen Sie den getrennten Entlüfter und 
schalten Sie das Gerät ein.
6- Überprüfen Sie die Thermostat-Einstellungen. 
Achten Sie darauf, dass die angegebenen Werten 
der Hersteller eingehalten werden (34 °C - 38 °C) 
Hinweis: Wenn ihr Gerät die Fehler “Er3” oder “Ch3” 
meldet, nehmen Sie die VERDAMPFER- Wartung vor.

Evaporator WARTUNG

Schaltschrank-Kühlsysteme
Enclosure Cooling Units

Fan Vent
Fan Menfezi

Evaporator unit
Evaporatör ünite

Cold Air Blow
Soğuk Hava Üfleme

Evaporator Fan
Evaporatör Fanı

Control Card
Kontrol Kartı

Screw Slot
Vida Yuvası

Screw and Nut
Vida ve Somun
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